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Example #1 - Basic 0-10V Dimmer Flow Chart
Option #1 - Standard Wall Timer (use for 1 light)

Timer
ON/OFF

Timer
ON/OFF

Communication
Dim to 10%
NO ON/OFF

Power Source

Breaker Box

Power

CAT6 Communication

NextLight ©2021



Example #1 - Basic 0-10V Dimmer Flow Chart
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Option #2 - Intermatic T-Series Timer (electrical loads up to 40A)
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TrolMaster Hydro-X
(HSC-1)

Example #2 - TrolMaster Hydro-X (HSC-1) Flow Chart
Option #1 - Standard Timer (use for 1 light)
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Example #2 - TrolMaster Hydro-X (HSC-1) Flow Chart
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Option #2 - TrolMaster Program Device Station (DSP-1) (use for 1 light)
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WARNING:
Pay Attention to amp load of DSP-1.

Power Source

NextLight Mega is 5.4A @ 120V
1x Mega @ 120V max per DSP-1

Any device that is 10A @ 120V or less can be 
controlled by the DSP-1.
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Example #2 - TrolMaster Hydro-X (HSC-1) Flow Chart
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Option #3 - Intermatic T-Series Timer (electrical loads up to 40A)
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